	Table of recommended lux levels for offices and schools



	Activity/area

	Task illuminance [lux]

	General circulation areas, corridors


	100

	Stairs
	150

	Archives
	200

	Reception
	300

	Filing, copying, etc.
	300

	Writing, typing, reading
	500

	Meeting rooms
	500

	Kitchen
	500

	Canteen
	300

	


